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Abstract: The paper presents a parametric study evaluating the effects of various predictive controls
on the operating parameters of heat pumps. The heat pump represents a significant power appliance
in the residential sector. Its connection to the heat accumulator creates a system with considerable
potential to control electricity consumption according to the needs of the electricity grid. The air-water
heat pump is considered in this study. A predictive control is used for priority operation of the heat
pump at periods of peak power production from renewable sources. The following were tested as the
parameters of predictive control: outdoor air temperature, photovoltaic power production and wind
power production. The combination of photovoltaic and wind power production was also tested. A
parametric analysis considering different sizes for the thermal accumulator and the heating capacity
of the heat pump were proposed. The benefits of predictive control are evaluated based on historical
records of meteorological data from 2015 to 2018 in the city of Brno, Czech Republic. The data on the
historical development of the real electrical energy production from renewable sources in the Czech
Republic are used for regulation control in a monitored period. The main comparison parameter is
the heat pump seasonal coefficient of performance (SCOP). From the carried out study results, an
increase in SCOP by 14% was identified for priority operation of heat pump (HP) at periods with
highest outdoor air temperature. Priority operation of HP at periods with peak photovoltaic (PV)
production increased SCOP by 10.25%. A decrease in SCOP only occurred in case with priority
operation of HP at peak production of wind power plants. Increasing the size of the accumulator
contributes to an increase in SCOP in all assessed modifications of predictive control.
Keywords: heat pump; predictive control; renewable energy; seasonal coefficient of performance
1. Introduction
The current worldwide trend is to increase the production of electrical energy from renewable
energy sources (RES). In Europe, this is usually achieved by increasing the production of electrical
energy from sources with unstable production, such as from wind and solar power plants. The European
Union (EU) is taking active steps to decarbonise the power industry, which supports an increase in
the proportion of RES, e.g. “Roadmap for moving to a competitive low carbon economy in 2050” [1].
Fluctuations in electrical energy production from RES are compensated within the distribution system
with the flexibility of other sources, especially hydroelectric power plants and gas power plants.
Despite the increasing number of various types of accumulators installed, the accumulation of electrical
energy in the distribution system is not yet organized satisfactorily. The distribution system must
currently use all of the available and economically acceptable technologies to compensate for the
differences between the immediate production and consumption of electrical energy.
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Another option with considerable potential is the application of demand-side management (DSM)
of electricity to compensate for the mismatch between the production and consumption of electrical
energy. DSM focuses on the control of regularly used electrical appliances. The appliance must allow
for unplanned switching on and off without decreasing user comfort or compromising the safety
requirements. In this context, the possibilities of using DSM in industrial applications are assessed. A
considerable potential for the use of DSM may be found in the residential sector, namely by remote
control of domestic heat pumps.
Energy consumption in the residential sector of EU countries corresponded to 25.4% of the total
energy consumption in 2016 [2]. A significant portion of energy consumption is involved in hot water
preparation and space heating. The average heating demand of residential space in EU countries is
160 kWh·m2·y−1 [3]. The European Heat Pump Association (EHPA) report shows that 1.25 million heat
pumps (HPs) were sold in 2018 in the European market, which means an increase of 12% compared to
2017 [4]. Almost 10% of all residential houses in the EU currently use HPs as a source of heat energy [4].
The prediction of market developments in this field speaks about a progressive increase in
installations in the coming years [4]. The previous studies show that Air-water heat pump (AWHP)
installation at the individual level should give higher global performance than large scale installation
(e.g., building installation, district installation) thanks to the system simplicity and minimal heat
loss [5]. The number of HP installations is currently increasing in the area of heat recovery systems too,
e.g. small-scale heat recovery from sewage water or city scale waste heat recovery in a sustainable city
context [6]. Another prospective use of HPs is associated with increasing the capacity of large-scale heat
storage tanks. The number of these installations will be related to the development of large capacity
thermal storages in heating networks. In this context, HPs constitute one of the promising appliances
for DSM [7] due to significant number of new installations in the coming years. The characteristic
features of this appliance include its considerable electricity consumption and the significant amount
of remote control. AWHPs represent a heat production technology that has had the most dynamic
development throughout the EU [8]. The working parameters of HPs have been improving in the last
few years [9]. Using inverter-driven compressors that enable the efficient functioning of HPs under
full and partial loads has contributed to this trend. This is important for planning smooth changes in
the output or consumption of an HP.
HPs enjoy considerable popularity in the Czech Republic. Number of installations have been
increasing progressively in recent years, as shows Figure 1.
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A simple version of the DSM in the form of ripple control has been used in the Czech Republic for
decades. The ripple control has basically two functions. First, it is used for switching between tariffs on
the consumption (demand) side. The tariffs in this context refer to electricity prices. In the time periods
of high demand for electricity (usually during the day), the billing prices of electricity are higher than
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during the time periods of lower demand for electricity (usually at night). Electrical appliances, whose
operation is permitted during the high demand periods, can be operated without restrictions, but at
the penalty of higher electricity prices. The billing price of electricity during the high demand periods
is the only incentive for the consumers to shift the operation of some of these appliances (dish washers,
washing machines, cooking ovens, clothes iron, etc.) to the time periods of lower demand. The second
function of the ripple control is the outright blocking of the operation of certain electrical appliances
during certain parts of the high demand time periods. The typical appliances in this category are
electric space heating systems, electric domestic hot water systems and heat pumps.
The effective implementation of DSM to heat pumps requires a complex approach. A significant
component in this complex approach is energy storage. As the heat pumps deliver energy in the
form of heat, thermal energy storage is the most feasible way of energy storage in this respect.
The Czech Republic has implemented several incentives to decarbonise space heating of residential
buildings. The main focus is on the replacement of coal with less polluting fuels. This policy translated
into increasing number of heat pump installations as can be seen in Figure 1. However, as of now,
the installation of thermal energy storage with a heat pump is neither required nor financially supported
(incentivised). There are several ways this kind of incentives could be provided. The direct financial
subsidies do not always produce the best effect. A better option might be flexible billing prices of
electricity that would incentivize installation of energy storage in order to take advantage of lower
prices of electricity. On the other hand, installations of heat pumps with thermal energy storage
(usually water storage tanks) are relatively common even without incentives. That makes heat pumps
a promising category for DSM.
This study focuses on comparing several scenarios of predictive AWHP control, preferring
operation in periods of peak electrical energy production from wind and photovoltaic (PV) power
plants. For the evaluation, historical records of the outdoor air temperature in the city of Brno from
2015 to 2018 are used. Brno lies in the southeast part of the Czech Republic (CZ) (GPS: 49.2065331◦ N,
16.5923336◦ E). The evaluation also uses historical records of the electricity produced from renewable
sources in the Czech Republic from the same period. The aim of comparing the different predictive
control scenarios is the quantification of the impact of their use on the real seasonal coefficient of
performance (SCOP) of the AWHPs. The results obtained for operation with predictive control are
compared to AWHP operation parameters without predictive control. The study also presents the
results of parametric studies evaluating the influence of heat accumulator size and AWHP heat output
on the resulting SCOP. The results can be used to assess the potential of AWHP control for electrical
energy consumption control in periods of peak electrical energy production from RES. Furthermore,
the results can be used to consider further development of using RES for covering the electricity
demand of AWHPs. All the conclusions reached are relevant for the conditions existing in the Czech
Republic and are based on the real data from 2015 to 2018. However, the developed calculation
procedure is applicable in other similar climates. Some general outcomes, such as preferable operation
of air-to-water heat pumps during daytime, when the PV power plants produce electricity, and at the
same time, the outdoor air temperature is higher, are valid in most climates and situations.
The target of this study is to present possible utilization of AWHPs as a suitable DSM remote
control of electrical appliances with prior operation in periods of peak power production from RES.
2. Electrical Energy Production in the Czech Republic
Meteorological conditions and electricity production from RES are parameters relating to a specific
location and the energy infrastructure of a specific country. This study was carried out with the specific
conditions of the Czech Republic in 2018. The results of the study may not be generalised and may
only be very cautiously compared with the conditions in other similar locations.
The Czech Republic is a landlocked country located in the centre of Europe. As of January 1, 2017,
the population of the Czech Republic was 10.6 million inhabitants, the area was 78,870 km2 and the
population density was about 134 inhabitants/km2 [11]. In the Czech Republic, nuclear and steam
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power plants produce 85 % of the electrical energy. As seen in Figure 1, RES produced 11% of electrical
energy in 2018.
The latest available report on the operation of the Czech electrical grid [12] provides the following
performance data. The total electrical energy production and consumption in the Czech Republic is
constantly increasing, although in the last few years the rate of increase has been slowing. The total
(gross) electrical energy production in the Czech Republic in 2018 was 88 TWh, while the total
consumption was 73.9 TWh. It was the highest annual electrical energy consumption to be recorded.
The Czech Republic is also a net exporter of electrical energy and the net export reached 13.9 TWh
(25.5 TWh export and 11.6 TWh import) in 2018. The total electricity production from RES was 9.4 TWh
in 2018 and the share of RES in the total electrical energy consumption in the Czech Republic was
12.7%. The total electrical energy production from RES has practically unchanged in the last 4 years.
The installed capacity of PV power plants in 2018 was 2.057 GW and this capacity has not changed
since 2015 due to low support for new PV power plants. The average capacity factor of PV power
plants in 2018 was 0.13. However, there has been a gradual increase in the installed capacity and
electricity production in wind power plants. The total installed capacity in 2018 was 316.2 MW and the
capacity factor was 0.22. The installed capacity of wind and PV power plants is shown in Table 1.
Table 1. Total installed capacity of wind power plants and solar photovoltaic (PV) power plants in the
Czech Republic [12].
Year 2015 2016 2017 2018
Wind (MW) 280.6 282.0 308.2 316.2
Solar PV (MW) 2074.9 2067.9 2069.5 2056.8
3. Characteristics of the Location and the Heat Pump
3.1. Meteorology and Power Production from RES
Computational assessment of the various scenarios of predictive control of AWHPs was carried
out on a model residential building located in the city of Brno. The heating season is defined as a time
period with the mean daily outdoor air temperatures below 13 ◦C [13]. The real length of the heating
season is different each year and usually ranges between 190 and 240 days [13]. The nominal heating
season lasts from September 1 to May 31. Figure 2 shows historical records of mean daily temperatures
during the heating seasons from 2015 to 2018.
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During the heating season, electricity production from PV power plants is significantly limited due
to small solar contribution in winter. Electricity production from wind power plants is considerably
less influenced by the seasons in Central European conditions.
Figure 3 shows the relationship between the outdoor air temperature and electrical energy
production from RES in the location monitored in the heating seasons of 2015–2018, obtained from
the meteorological station at Brno University of Technology. The relationship shown is based on the
historical development of electrical energy production from wind and PV power plants in the Czech
Republic. The figure shows that electrical energy production from PV power plants in the heating
seasons is significantly higher on days with an average air temperature above 0 ◦C. For days with
lower average temperatures, the production from PV power plants is low and it is almost zero when
the outdoor air temperature is below −10 ◦C. Figure 4 shows the amount of electrical energy produced
from PV in each month of the heating season. A significant decrease in production is apparent in the
coldest months of the year. Considerably more stable production is provided by wind power plants,
as seen in Figure 5. The maximum production in the location monitored in the heating season was
identified when the air temperature was approximately 10 ◦C, as seen in Figure 3. As the outdoor
temperature drops below 10 ◦C, the production from wind power plants drops as well.
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The relationships clearly show that during the transitional seasons (autumn and spring), electricity
produc d from RES can provide a significant amount of energy needed to drive AWHPs used in
the cl matic conditions of Centr l Europe. In the winter months, usi g RES production can only be
considered to a very limited extent.
3.2. A model Building with a Heat Pump
A calculation study was carried out for a model building with the heat loss of 1 kW at the outdoor
air temperature of −12 ◦C (the design outdoor air temperature in Brno). This approach makes it
possible to scale the results to a real building by simply multiplying the results obtained for the odel
building by the heat loss (in kW) of the real building. It also needs to be pointed out that the design
conditions (design heat loss) only occur during rather short periods of time (Figure 2). The mean air
temperature during the heating season in Brno is about 4 ◦C.
An AWHP is the main and only source of heat energy in the model building. The basic output
characteristic of AWHPs is the coefficient of performance (COP). COP is determined as the ratio of the
he ting capacity
·






The COP for an AWHP is strongly influenced by the difference between the outdoor air temperature
and the temperature of the heating water produced [14]. For the purpose of this study, the relationship
between COP and the air-water temperature difference was used. This relationship was established
based on experimental measurements carried out in a testing laboratory of the Czech Republic branch
of the EHPA. The measurements were carried out using AWHPs that were introduced to the market in
2015 and 2016. Refrigerant R410A was used in all compared AWHPs. The AWHPs were tested in a
climatic chamber, where the air temperature was changed. The AWHPs were tested at air temperatures
of −15 ◦C, −7 ◦C, 2 ◦C, 7 ◦C and 12 ◦C. To simulate the heating system the AWHP was joined to a
hydraulic circuit. Temperature of heating water was 45 ◦C at the outlet of the condenser. Constant
conditions were kept during the testing period.
The relationship between COP and the temperature difference is shown in Figure 6. Based
on experimental data, the following polynomial expression of the relationship was formulated for
calculation purposes [15]:
COP = 0.0023∆Taw2 − 0.2851∆Taw + 10.677, (2)
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Equation (2) was used for model evaluation of the power consumption of HP based on the
historical records of outdoor air temperature in years 2015–2018, see Figure 7. The highest consumption
of electrical energy in the model building is usually during January; however, in 2017, the maximum
consumption of electrical energy was in February.
 
 225 
Figure 7. Electrical energy consumption needed to drive the air-water heat pump (AWHP) in the 226 
model building (scenario with preferred operation during peak PV production) (kWh·month−1). 227 
3.3. The Algorithm for Predictive Control 228 
The calculation study uses predictive control of the AWHP in the model building (see Figure 8). 229 
Three modifications of predictive control are tested. The modifications differ in parameter that is 230 
preferentially used to control the heat pump. The tested parameters were outdoor temperature, PV 231 
power production, wind power production and PV and wind power production combined. All the 232 
modifications of predictive control were tested based on historical meteorological data from the 233 
location assessed and on historical records of the real production from RES in the Czech Republic 234 
[16]. 235 
 236 
Figure 8. System with predictive control and a heat accumulator. 237 
This paragraph describes the predictive control algorithm for the modification preferring the 238 
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Figure 7. Electrical energy consumption needed to drive the air-water heat pump (AWHP) in the model
building (sc nario with preferred operatio during peak PV production) (kWh·month−1).
3.3. The Algorithm for Predictive Control
The calculation study uses predictive control of the AWHP in the model building (see Figure 8).
Three modifications of predictive control are tested. The modifications differ in parameter that is
preferentially used to control the heat pump. The tested parameters were outdoor temperature, PV
power production, wind power production and PV and wind power production combined. All the
modifications of predictive control were tested based on historical meteorological data from the location
assessed and on historical records of the real production from RES in the Czech Republic [16].
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The iterative algorithm then identifies the periods with the highest production from wind power
plants, within which the AWHP will operate. The accumulator is used for supplying the heat energy
to the heating system outside of the periods of the AWHP operation. After 1 h, there is a new reading
of the prediction of the outdoor temperature and the production from wind power plants for the
following 24 h. The entire predictive algorithm is repeated and new periods of the AWHP operation
are identified. This “floating approach” enables a continuous correction of all the operating values. It
also ensures that the heat accumulator does not discharge completely. The algorithm was processed in
Microsoft Excel as an iterative calculation.
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Figure 9. Example of the identification of HP operation periods within a 24-hour interval (adapted
from [15]).
If in the preceding description of the predictive control algorithm, the prediction of electricity
production from wind power plants is replaced with the prediction of electricity production from PV
power plants, the predictive algorithm has been modified to prefer PV sources. Similarly, from the
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prediction of the outdoor temperature, we obtain a modification of predictive control preferring the
operation of an AWHP in the periods with the maximum outdoor air temperature.
4. Results and Discussion
The modifications to predictive control were assessed by the parametric study of two different
capacities of the heat accumulator (thermal storage tank). In the basic case (ACU 100), the overall heat
storage capacity of the accumulator corresponded to a 24-h heat demand of the model building at the
outdoor temperature of −12 ◦C. As the heat loss of the model building was 1 kW at −12 ◦C, the other
accumulator (ACU 50) had the overall heat storage.
Another part of the parametric study focused on testing the impact of the heat output of the model
HP. The heat output tested was 50%, 100% and 200%. The heat output of 100% corresponds to the heat
output of 1 kW, including the calculated heat loss of the model building. The results obtained using
predictive control of the AWHP were compared to the AWHP operation without predictive control, i.e.,
controlled only by the instantaneous heat demand without using a heat accumulator. The SCOP of
the basic scenario was identified as 3.2. This value was used as basis for all following expression of
relative changes of SCOP in particular scenarios.
The results of the parametric study are summarized in Figure 10. The graph shows the relative
increase or decrease in SCOP when predictive control is applied in relation to the basic condition.
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Figure 10. Relative increase/decrease in seasonal coefficient of performance (SCOP) related to the heat
accumulator capacity.
The relations presented in Figures 10 and 11 show that if the AWHP operation is preferred during
the periods of production from PV power plants, there is an increase in SCOP of approximately 8%.
This increase is related to the outdoor air temperature at the time of production from PV power plants.
The daytime periods with an intensive solar contribution are characterized by the highest day air
temperatures. Each curve related to PV production was obtained for an AWHP with different heat
output, namely 100%, 150% and 200%. On the other hand, significant electricity production from wind
power plants is most often observed during cold days and during parts of the day with a below-average
temperature (night). The decrease in SCOP when the AWHP operation is preferred during periods of
the highest production from wind power plants corresponds to approximately 1.4% compared to the
condition without predictive control.
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One of the limiting aspects of this approach is the size of the thermal storage vessel. To make sure
the 1 kW heat losses are fully covered the accumulator needs 24 kWh thermal energy capacity. When
considering 10 ◦C temperature difference between the higher and lower temperature of the space
heating water with considered thermal capacity 4.18 kJ·kg−1·K−1, the water volume is equal to 2067 l.
Increasing the size of the accumulator (Figure 10) contributes to an increase in SCOP in all assessed
modifications of predictive control; however, this increase is very small. The increase in the heat output
of the AWHP (Figure 11) does not follow a clear trend within the scope of the parameters tested when
the operation based on PV production is preferred. During regulation control based on production
from wind power plants, there is a slight decrease in SCOP when the AWHP heating power increases.
The results clearly show that what influences the SCOP value the most is the parameter that
controls the preference of AWHP operation. Increasing the capacity of the heat accumulator and
increasing the output of AWHP influences the SCOP value only slightly.
Having this knowledge, other modifications of predictive control preferring AWHP operation in
the day periods were assessed, including: (i) highest temperature and (ii) production from any RES
(PV and wind). The calculation results are presented in Table 2. It presents relative change of SCOP
compared to the AWHP operation without predictive control.
Table 2. SCOP and relative changes of SCOP for tested modifications of AWHP operation control.
Accumulator Capacity 50% 100%
AWHP Heat Output 100% 150% 200% 100% 150% 200%
SCOP (Relative changes of SCOP compared to scenario without accumulation (%))
PV
2015 5.01 (3.4) 4.97 (3.4) 4.95 (3.5) 5.05 (4.3) 4.98 (3.5) 4.92 (3.0)
2016 4.90 (8.3) 4.92 (9.1) 4.85 (8.1) 4.91 (8.1) 4.90 (9.7) 4.82 (8.8)
2017 5.01 (9.0) 4.96 (9.0) 4.95 (8.8) 4.99 (8.3) 4.99 (9.7) 4.94 (9.8)




2015 4.79 (−0.5) 4.76 (−0.8) 4.76 (−0.5) 4.84 (0.0) 4.79 (−0.2) 4.73 (−0.4)
2016 4.43 (−1.9) 4.44 (−1.3) 4.36 (−2.2) 4.45 (−1.4) 4.42 (−1.6) 4.35 (−1.8)
2017 4.46 (−1.4) 4.48 (−1.3) 4.42 (−1.2) 4.48 (−1.4) 4.48 (−1.6) 4.41 (−1.3)
2018 4.75 (−1.6) 4.69 (−2.5) 4.66 (-2.3) 4.74 (−1.5) 4.72 (−1.7) 4.69 (−1.6)
PV
W
2015 5.02 (3.6) 4.95 (3.1) 4.93 (3.0) 5.01 (3.7) 4.94 (3.5) 4.89 (2.7)
2016 4.93 (8.3) 4.87 (8.5) 4.85 (8.5) 4.96 (9.2) 4.90 (10.2) 4.79 (9.3)
2017 5.01 (9.0) 4.91 (8.4) 4.89 (8.1) 5.00 (8.7) 4.92 (9.2) 4.80 (8.2)
2018 5.38 (10.3) 5.32 (10.0) 5.24 (9.3) 5.38 (10.3) 4.29 (10.8) 5.25 (11.7)
Figure 12 shows the results obtained for all the predictive control modifications tested. For all
modifications of predictive control, the ACU 100% operation parameters and the heat output of 100%
were assumed. The following were used as the predictive control parameters: outdoor temperature, PV
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power production, wind power production, and PV and wind power production combined. The results
are presented as a relative increase or decrease of SCOP compared to the basic scenario without the
use of predictive control. The highest relative increase in SCOP is achieved for the predictive control
scenario ensuring AWHP operation in periods with the highest outside air temperature. In terms of
the DSM concept, a relative increase in SCOP was achieved in the case of predictive control driven by
the production of electricity from PV powerplants. This increase respects the fact that significant PV
power plant production runs in periods with intense sunlight. At the same time, the highest outside air
temperatures are achieved. In the case of the predictive control with wind power generation scenario,
a relative decrease in SCOP was identified. This behaviour is because increased wind speeds occur
mainly in periods with below-average outside air temperatures.
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5. Conclusions
The study focused on comparing four modifications of predictive control used for operation
control of an air-water heat pump (AWHP). The following variables were used as the predictive control
parameters: outdoor temperature, PV power production, wind power production and PV and wind
power production combined. The biggest increase in SCOP was found to be 14% and it was achieved
when the AWHP operated during periods with the highest day temperature. This way of control
is very promising due to its simplicity and easy feasibility. When the operation of the AWHP was
controlled by the production from PV power plants, the maximum increase in SCOP was 10.25%.
This SCOP increase is related to a good correlation between periods with intensive production from
PV power plants and the highest day air temperature. Almost the same increase in SCOP of up to
10.33% was reached when the AWHP was controlled by the total production from PV and wind power
plants. A decrease in SCOP only occurred in one case, which was when the AWHP operation was
controlled only by production from wind power plants. In this case, the decrease in SCOP was 1.5%.
All the values presented were compared against the heat pump SCOP without predictive control.
The predictive control modifications were used in parametric studies monitoring the impact of the
heat accumulator capacity and the heat output of the heat pump. These studies monitored predictive
control modifications based on production from renewable energy sources. When the control was
based on combined PV and wind power production, increasing the heat output of the pump showed no
positive impact on the final SCOP value. Increasing the heat accumulator size enables longer storage
of energy from the preferred periods of the heat pump operation. The testing of the modifications
of predictive control showed that increasing the heat accumulator capacity causes an increase in the
heat pump SCOP value. One of the limiting aspects of this approach is the size of the thermal storage
vessel. To make sure the 1 kW heat loss is fully covered, the accumulator needs 24 kWh thermal energy
capacity. When considering 10 ◦C temperature difference between the higher and lower temperature
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of the space heating water with considered thermal capacity 4.18 kJ·kg−1·K−1, the water volume is
equal to 2067 l.
Further research should be focused on assessing the impact of different types of heat accumulators
on the overall efficiency of the system. Furthermore, attention will should be focused on the possible
improvement of the ripple control used today in the management of HPs.
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Nomenclature
AWHP Air-water heat pump
BDMW Biodegradable municipal waste
CZ Czech Republic
COP Coefficient of performance
DSM Demand-site management




PHP Power input of the heat pump (W)
PSH Pumped storage hydroelectricity
PV Photovoltaics
PVW Photovoltaics plus wind
·
QHP Heating capacity of the heat pump (W)
RES Renewable energy sources
SCOP Seasonal coefficient of performance
∆Taw Temperature difference between the outdoor air and heating water (K)
Tout Outdoor air temperature (K)
Tw2 Heating water temperature (K)
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13. National Standard ČSN EN 12831-1 Energy Performance of Buildings—Method for Calculation of the Design Heat
Load—Part 1: Space Heating Load, Module M3-3; Swedish Standards Institute: Stockholm, Sweden, 2017.
14. Hepbasli, A.; Kalinci, Y. A review of heat pump water heating systems. Renew. Sustain. Energy Rev. 2009,
13, 1211–1229. [CrossRef]
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